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TYPICAL HYDRANT DETAIL
B

VERTICAL WATER AND SEWER SEPARATION DETAIL
(TYPICALLY APPLICABLE TO SHALLOW EXISTING SEWERS)C

WATER MAIN CROSSING DETAIL
E

WATER AND SEWER SEPARATION DETAIL
(HORIZONTAL SEPARATION)F

VERTICAL WATER AND SEWER SEPARATION DETAIL
(TYPICALLY APPLICABLE TO EXISTING DEEP SEWERS)D

KEYED NOTES:

NOTES:

NOTES:

KEYED NOTES:

ALL WATERMAIN INSTALLED BENEATH GRAVITY SEWERS
SHALL BE INSTALLED IN A CASING PIPE OR THE GRAVITY
SEWER SHALL BE REPLACED WITH PRESSURE RATED PIPING.

KEYED NOTES:

NOTES:

SEWER REPLACEMENT DETAILG

VALVE VAULT DETAIL (VALVES 8" OR LARGER) ALL WATERMAIN INSTALLED ABOVE GRAVITY SEWERS SHALL BE INSTALLED
WITH 2' OF VERTICAL SEPARATION.  IF 2' OF VERTICAL SEPARATION CANNOT
BE MAINTAINED WATERMAIN SHALL BE INSTALLED IN A CASING PIPE OR
THE GRAVITY SEWER SHALL BE REPLACED WITH PRESSURE RATED PIPING.
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